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July 20, 2012

PLANS APPROVAL DATE
THE STATE OF CALIFORNIA OR ITS OFFICERS
07 ACENTS SHALL NOT BE RESFONSIBLE FOR
THE ACCURACY OF COMPLETENESS OF SCANMED
COPLES OF THIS PLAN SHEET.

TO ACCOMPANY PLANS DATED

]
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LIGHT SOURCE

NOTES:

1. Curves represent the minimum footcandle

* (FC) Iof initial illumination on a 10'-0" x 20°-0"
pane

FC shown are with the fixture attached to

the center of the s e 4'-8" |
of panel and 1°-0" below fhe boffom edge.

* Applicable lamp: 85-W fluorescent phosphor
coated induction lamp.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS

(ISOFOOTCANDLE DIAGRAMS)

NO SCALE

RSP ES-10B DATED JULY 20, 2012 SUPPLEMENTS THE

STANDARD PLANS BOOK DATED 2010
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